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 1/8" = 1'-0" RENOVATE BUILDING 69

DJR ORD

1ST FLOOR SANITARY PLAN

59 86

PP111
1/22/2014

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

KEY NOTE

1 3" WALL CLEANOUT.

2 CONNECT TO EXISTING 2 1/2" V.T.R.

3 4" FLOOR CLEANOUT.

4 CONNECT TO EXISTING 3" V.T.R.

5 2" FLOOR CLEANOUT.

6 WASHER BOX WITH 2" HUB DRAIN.

7 BEYOND THIS POINT REFER TO 1/PP101 BASEMENT PLUMBING
DEMOLITION PLAN ABOVE CEILING, FOR FULL SCOPE OF NEW WORK
UNDER 1ST FLOOR SLAB.

8 EXISTING FLOOR DRAIN IN TUNNEL.

9 EXISTING STORM DRAIN PIPE UP TO ROOF DRAIN.

10 1 1/2" VENT UP TO 3" VTR. OFFSET AS NECESSARY FOR THE PIPE TO
PENETRATE THE ROOF AT LEAST 5' FROM THE EDGE OF THE
BUILDING.

11 2" VENT UP TO 3" VTR.

12 4" WALL CLEANOUT.

13 CONNECT TO EXISTING 4" V.T.R.

14 6" SANITARY DISCHARGE FROM THE POOL SUMP. SEE CIVIL FOR
CONTINUATION.

15 2" FLOOR DRAIN CONNECTING TO A 3" SS PIPE FOR COMBINATION
WASTE AND VENT.

16 STORM PIPING ABOVE CEILING.

17 3x3x2.5 SUMP PIT WITH GRATE. SEE ARCHITECTURAL AND
STRUCTURAL DRAWINGS.

18 NEW 4" STORM DRAIN FLOOR CLEANOUT.

 1/8" = 1'-0"
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